BELLlighting

Important Information

We recommend that luminaires are installed by a

quali ed electrician ensuring the installation complies

with current IEE wiring regulations BS7671:2018 &

local building control.

» All tests should be carried out in accordance to EN
50172:2004.

« BELL will not accept responsibility for any claims
arising from a poor installation.

)

This product may contain substances that can be
hazardous to the environment if not disposed of
properly. Electrical and electronic equipment should
never be disposed of with general household waste
but must be separated for its correct treatment and
recovery.

Where possible recycle your packaging. E c e
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Installation Instructions: LED Backlit Panel 10130/40/50/60

Read these instructions before installation and retain for future reference .

This equipment should be installed by a competent electrician
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$b Fix the panel light into

plaster ceiling. 1
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For color changeable model (controlled by Slide
Switch in lamp), please select light color before
installation, see below picture.

Choose color by slide switch with corresponding color temperature.
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